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TO: John Arnquist   State of 

Washington 
Department of 

Ecology 
FROM: Darrel Anderson  

SUBJECT: Colfax STP  

DATE: April 6, 1973  

On March 22, 1973, an efficiency survey was conducted at Colfax STP.  The survey 
period was from 0830 to 1600 hours, composite samples were taken every 1/2 hour.  
The plant was well kept with excellent security.   

The Colfax city sewer has rain water infiltration during wet periods as indicated by the 
operator.  Also, the holding pond has a dirt bottom which could be seeping into the 
Palouse River. 

Coliform counts, taken from the effluent, ran a high of 160,000/100 mls and a low of 
40,000/100 mls.  BOD reduction is 79%, COD 58%, and total non-volitile solids is 
21%. 
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